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Introduction 
Montrose Air Quality Services (Montrose) was contracted by PacifiCorp to conduct source testing 
services at the Huntington Power Plant near Huntington, Utah.  The Huntington Plant comprises 
two pulverized coal-fired boilers, each equipped with low-NOx burners and overfire air for nitrogen 
oxides (NOx) control, a flue gas desulfurization (FGD) scrubber for sulfur dioxide (SO2) control 
and pulse-jet fabric filters for PM control.  In accordance with Utah Department of Environmental 
Quality (UDEQ) Operating Permit 1501001004, the Unit #1 and Unit #2 exhaust stacks are 
equipped with Continuous Emission Monitoring Systems (CEMS) to quantify carbon dioxide 
(CO2), sulfur dioxide (SO2) and nitrogen oxides (NOx) emissions.  Unit #1 is also equipped with a 
CEMS to quantify carbon monoxide (CO) emissions.  Monitoring system information is given in 
the table below. 
 

Monitor Location Parameter Monitor Make /Model 
Part 75 Monitor 

ID 
Huntington Unit 2 SO2 Thermo Fisher Model 43i 211 

 
Testing was conducted to satisfy state and federal quality assurance requirements.  Contact 
information for the project is listed in the table below. 
 

Contact Affiliation Telephone E-mail 
Frank Zampedri 
Environmental Analyst 

PacifiCorp (801) 220-2169 frank.zampedri@pacificorp.com 

Richard Neilson 
Environmental Engineer 

PacifiCorp (435) 687-4334 richard.neilson@pacificorp.com 

Norm Erikson 
Environmental Scientist 

UDEQ (801) 536-4063 nerikson@utah.gov 

Craig Kormylo 
Senior Project Manager 

Montrose (303) 810-2849 ckormylo@montrose-env.com 

 
Scope of Work 
Relative accuracy test audits (RATAs) were performed in accordance with 40 CFR Part 75 on the 
Unit #2 Exhaust CEMS.  RATA testing was performed at high load to determine the relative 
accuracy of the SO2 CEMS in accordance with the annual RATA requirements of 40 CFR Part 75 
Appendix B, §2.3.1.2(a).  The details of each test are given in the table below.  
  

Source Location Regulation Test 
Type 

Load 
Level 

Parameter 

Huntington 
Unit 2 

Outlet 40 CFR Part 75 RATA High SO2 (ppmvw) 

Abbreviations: 
ppmvw: parts per million, wet volume 
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Stack Cross Section (A‐A) 

Testing Methods 
Montrose used the following EPA Reference Methods for the testing program.  No deviations from 
the Reference Methods were noted.  All RATAs consisted of at least nine test runs. 
 

Source Parameter EPA Reference Method Test Runs/Duration 
Huntington Unit 2 SO2 (ppmvw) 6C 9 @ 21 minutes 

 
Testing Location 
The Huntington Unit 2 exhaust sampling location consists of a vertical, circular stack with an 
interior diameter of 322.7 inches and four orthogonal sampling ports located 9.9 diameters 
downstream and 8.2 diameters upstream of the nearest flow disturbances.   
 
Prior to commencing each RATA, pollutant gas stratification testing was performed across a grid 
of 12 points determined using EPA Method 1 in accordance with 40 CFR Part 60, Appendix B, 
PS2 §8.1.3.2 and 40 CFR Part 75, Appendix A, §6.5.6.1.  Stratification testing was performed for 
two minutes per traverse point in accordance with 40 CFR Part 75, Appendix A, §6.5.6.1(c).  As 
diluent (CO2) and pollutant (NOx or SO2) concentrations were within 5% of their mean 
concentrations, subsequent gas RATA testing was performed at a single point in the stack as 
allowed by 40 CFR Part 60, Appendix B, PS2 §8.1.3.21 and 40 CFR Part 75, Appendix A 
§6.5.6.3(b).  See the schematic below.   
 

 

 
 
 
 

 
 
 
 
 
 
 
 
 
 
 
 

                                                            
1 PS2 prescribes a minimum of three sampling points, but states that “Other traverse points may be selected, provided that they can be shown 

to the satisfaction of the Administrator to provide a representative sample over the stack or duct cross section.”  Accordingly, if 40 CFR Part 75, 
Appendix A §6.5.6.3(b) allows RATA testing at a single traverse point, single‐point testing can be assumed to “provide a representative sample” 
for the purposes of 40 CFR Part 60, Appendix B, Performance Specification 2.    

Stratification Test Diagram 
Unit # 1 2 
Diameter (D) 323.3” 322.7” 
Upstream Distance (A) >220’ >220’ 
Downstream Distance (B) >266’ >266’ 
Sample Point Distances from Stack Wall 
Traverse Point 1 14.1” 14.1” 
Traverse Point 2 47.3” 47.3” 
Traverse Point 3 95.7” 95.5” 

1528 1 2 3 3 1 

1 

2 

3 

3 

2 

1 

D 

A 

B 

AA
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Test Results 
The results of the testing program are given in the tables below.  Detailed test results are located 
in Appendix A, along with sample calculations for all computed values.  Relative accuracy for 
each parameter was calculated using nine test runs; stricken values indicate discarded test runs. 
 

PacifiCorp 
Huntington Unit 2 
RATA Results Summary (5/9/2018) 
High Load (474 MW) 
Run 

# 
Start 
Time 

Stop 
Time 

SO2 (ppmvw) 
RM CEM Difference 

1 7:31  7:51  21.3  22.2  ‐0.9 

2 8:08  8:28  19.4  20.0  ‐0.6 

3 8:43  9:03  23.8  24.6  ‐0.8 

4 9:18  9:38  24.2  25.2  ‐1.0 

5 9:53  10:13  21.2  22.3  ‐1.1 

6 10:28  10:48  24.1  24.6  ‐0.5 

7 11:02  11:22  23.8  24.6  ‐0.8 

8 11:36  11:56  25.2  25.6  ‐0.4 

9 12:10  12:30  25.8  26.3  ‐0.5 

Average 23.2  23.9  ‐0.7 

Relative Accuracy  4.0% 
40 CFR Part 75 Annual Limit 7.5% 

Bias Adjustment Factor 1.000 
 
Testing Equipment 
All testing equipment was housed in a climate-controlled mobile analytical laboratory custom-
designed and built by Montrose.  All required quality assurance tests were performed as required 
by the applicable Reference Methods. Detailed equipment descriptions are given in the table 
below. 
 

Parameter Equipment EPA Reference 
Method 

Sulfur Dioxide (SO2) 
Thermo Fisher 43i Pulsed 
Fluorescence Analyzer  

6C 
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Test Details 
Pollutant gas testing was performed using EPA 
Method 6C.  Each test run was 21 minutes in duration.  
A sample of exhaust gas was withdrawn from the 
outlet at a constant flow rate using a heated stainless 
steel probe, transported through a Teflon sample line 
and a sample dilution system consisting of a heated 
filter and an M&C Aspirator fitted with a 100:1 critical 
orifice, and directed to a Thermo Model 43i Pulsed 
Fluorescence SO2 Analyzer.  (See Figure 7E-1 at 
right.)  Concentrations of SO2 were reported in units of 
parts per million on a wet volume basis (ppmvw).  Gas 
concentration data were recorded as ten-second and 
one-minute averages to an Excel spreadsheet.  Prior 
to sampling, the instruments were calibrated in 
accordance with EPA Method 7E using EPA Protocol 
1 calibration gases.  Following each test run, the analyzers were challenged with EPA Protocol 1 
calibration gases to determine instrument drift and to correct the raw pollutant data for system 
bias.  Concentrations of SO2 were compared with concurrently reported CEMS data to determine 
the relative accuracy of the CEMS for comparison to the applicable performance specifications 
from 40 CFR Part 75, Appendix C.       
 
Appended Information 
Supporting data for this testing program are included as follows. 
 
Appendix A:  Gas Testing 

 Pollutant Stratification Test 
 Analyzer Calibration Error Tests 
 Data Reduction Spreadsheets 
 Analyzer Interference Check 
 Sample Calculations  
 Field Datasheets 
 CEMS Data 
 EPA Protocol 1 Gas Certificates 
 Reference Meter Calibration Certificate 

 
Appendix B:  STAC Certification 

40 CFR Part 60, Appendix A: Method 7E, Figure 7E‐1 

(Modified for Dilution Sampling System) 

sample bypass vent 

heated sample 

 

CO2 

SO2 

NOx 

CO 

analyzers 

probe 

controller 

100:1 

critical 

orifice 

vacuum line 

dilution air line 
calibration gas 
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Appendix B:  Gas Testing 
Pollutant Stratification Test 

Analyzer Calibration Error Tests 
Data Reduction Spreadsheets 

NO2  NO Converter Efficiency Test 
Analyzer Interference Check 

Sample Calculations  
Field Datasheets 

CEMS Data 
EPA Protocol 1 Gas Certificates 
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Job Code 043AS‐341541

PacifiCorp, Huntington Unit 2

Test Date: 5/9/18

Parameter: CO2 (%vw)

Run # Start Time End Time Load RM CEM Difference Used? RATA Results

1 7:31 7:51 470 10.5 10.4 0.1 x Number of Runs: 9

2 8:08 8:28 475 10.5 10.4 0.1 x T‐value 2.306

3 8:43 9:03 475 10.5 10.3 0.2 x Standard Deviation 0.1

4 9:18 9:38 474 10.5 10.3 0.2 x Confidence Coefficient 0.1

5 9:53 10:13 473 10.5 10.3 0.2 x Relative Accuracy (%RM) 1.8%

6 10:28 10:48 472 10.4 10.4 0.0 x Emission Limit n/a

7 11:02 11:22 473 10.4 10.4 0.0 x Relative Accuracy (%EL) n/a

8 11:36 11:56 473 10.6 10.4 0.2 x Bias Adjustment Factor 1.012

9 12:10 12:30 479 10.6 10.5 0.1 x

10

11 P75, Annual: O2 / CO2 %

12 Relative Accuracy Limit:

13 RA≤7.5% or ±0.7%

14

15

Average 474 10.5 10.4 0.1

Parameter: NOx (lb/mmBtu)

Run # Start Time End Time Load RM CEM Difference Used? RATA Results

1 7:31 7:51 470 0.198 0.208 ‐0.010 x Number of Runs: 9

2 8:08 8:28 475 0.199 0.207 ‐0.008 x T‐value 2.306

3 8:43 9:03 475 0.199 0.210 ‐0.011 x Standard Deviation 0.002

4 9:18 9:38 474 0.203 0.216 ‐0.013 x Confidence Coefficient 0.001

5 9:53 10:13 473 0.208 0.219 ‐0.011 x Relative Accuracy (%RM) 5.9%

6 10:28 10:48 472 0.206 0.214 ‐0.008 x Emission Limit n/a

7 11:02 11:22 473 0.203 0.214 ‐0.011 x Relative Accuracy (%EL) n/a

8 11:36 11:56 473 0.196 0.208 ‐0.012 x Bias Adjustment Factor 1.000

9 12:10 12:30 479 0.185 0.195 ‐0.010 x

10

11 P75, Annual: NOx lb/mmBtu

12 Relative Accuracy Limit:

13 RA≤7.5% or ±0.015 lb/mmBtu

14

15

Average 474 0.200 0.210 ‐0.010

Parameter: SO2 (ppmvw)

Run # Start Time End Time Load RM CEM Difference Used? RATA Results

1 7:31 7:51 470 21.3 22.2 ‐0.9 x Number of Runs: 9

2 8:08 8:28 475 19.4 20.0 ‐0.6 x T‐value 2.306

3 8:43 9:03 475 23.8 24.6 ‐0.8 x Standard Deviation 0.2

4 9:18 9:38 474 24.2 25.2 ‐1.0 x Confidence Coefficient 0.2

5 9:53 10:13 473 21.2 22.3 ‐1.1 x Relative Accuracy (%RM) 4.0%

6 10:28 10:48 472 24.1 24.6 ‐0.5 x Emission Limit n/a

7 11:02 11:22 473 23.8 24.6 ‐0.8 x Relative Accuracy (%EL) n/a

8 11:36 11:56 473 25.2 25.6 ‐0.4 x Bias Adjustment Factor 1.000

9 12:10 12:30 479 25.8 26.3 ‐0.5 x

10

11 P75, Annual: SO2 / NOx ppm

12 Relative Accuracy Limit:

13 RA≤7.5% or ±12.0ppm

14

15

Average 474 23.2 23.9 ‐0.7
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043AS‐341541 043AS‐341541

PacifiCorp PacifiCorp

Huntington Unit 2 Huntington Unit 2

5/9/2018 5/9/2018

Test Run #1 Test Run #2

Start Time 7:31 Start Time 8:08

Run Length 21 Run Length 21

Stop Time 7:51 Stop Time 8:28

Uncorrected Analyzer Data Uncorrected Analyzer Data

CO2 SO2 NOx CO NO2 CO2 SO2 NOx CO NO2

Minute Time %vw ppmvw ppmvw ppmvw ppmvw Minute Time %vw ppmvw ppmvw ppmvw ppmvw

1 7:31 10.4 20.6 103.5 51.7 0.0 1 8:08 10.7 21.0 96.7 129.1 0.2

2 7:32 10.4 21.1 99.7 50.3 0.2 2 8:09 10.7 20.2 97.1 116.2 0.2

3 7:33 10.5 21.6 96.6 74.4 0.2 3 8:10 10.9 19.5 99.4 101.5 0.5

4 7:34 10.6 22.3 96.8 104.2 0.1 4 8:11 10.8 18.9 96.4 101.7 0.0

5 7:35 10.8 23.5 96.9 185.4 0.0 5 8:12 10.7 18.6 95.3 109.2 0.2

6 7:36 10.9 23.3 100.9 122.1 0.8 6 8:13 10.6 18.2 95.0 73.5 0.2

7 7:37 10.8 22.6 96.8 120.4 0.2 7 8:14 10.7 18.1 95.5 85.4 0.4

8 7:38 10.9 22.7 96.7 138.4 0.1 8 8:15 11.0 17.5 97.8 92.0 0.4

9 7:39 10.8 21.7 97.4 151.2 0.4 9 8:16 10.7 16.6 97.7 55.1 0.2

10 7:40 10.6 21.1 97.9 89.8 0.1 10 8:17 10.7 16.6 99.5 55.1 0.2

11 7:41 10.8 20.6 98.2 67.6 0.1 11 8:18 10.7 14.9 98.5 52.7 0.1

12 7:42 10.7 19.8 95.0 75.7 0.1 12 8:19 10.7 15.7 98.1 54.0 0.0

13 7:43 10.6 19.5 96.2 81.9 0.2 13 8:20 11.0 16.9 98.6 80.8 0.4

14 7:44 10.6 19.2 96.6 53.8 0.2 14 8:21 10.8 16.4 98.3 76.2 ‐0.1

15 7:45 10.7 19.6 96.3 74.5 ‐0.1 15 8:22 10.7 17.2 98.8 44.4 0.1

16 7:46 10.9 20.0 98.8 92.8 0.5 16 8:23 10.8 19.3 97.4 86.8 0.3

17 7:47 10.8 20.0 96.0 135.8 0.0 17 8:24 11.0 21.4 98.6 106.6 0.3

18 7:48 10.8 20.3 96.2 156.2 0.0 18 8:25 11.2 22.5 99.6 134.1 0.2

19 7:49 10.8 20.4 97.3 117.1 0.2 19 8:26 10.8 22.4 99.4 86.8 0.2

20 7:50 10.8 20.5 98.6 89.5 0.1 20 8:27 10.8 22.6 98.7 64.4 0.1

21 7:51 10.9 20.3 98.0 95.4 0.1 21 8:28 10.8 22.7 97.8 75.4 0.2

Average 10.7 21.0 97.6 101.3 0.2 Average 10.8 18.9 97.8 84.8 0.2

Co pre 0.0 ‐0.2 ‐0.2 ‐0.8 Co pre 0.0 0.2 0.1 1.2

Co post 0.0 0.2 0.1 1.2 Co post 0.0 ‐0.2 0.1 0.2

Co 0.0 0.0 ‐0.1 0.2 Co 0.0 0.0 0.1 0.7

Cm pre 9.1 59.7 144.6 147.2 Cm pre 9.4 58.5 144.2 148.5

Cm post 9.4 58.5 144.2 148.5 Cm post 9.4 58.6 145.4 148.3

Cm 9.3 59.1 144.4 147.9 Cm 9.4 58.6 144.8 148.4

Cma 9.1 60.2 143.4 144.3 Cma 9.1 60.2 143.4 144.3

 Corrected Average: 10.5 21.3 97.0 98.8  Corrected Average: 10.5 19.4 96.8 82.2
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043AS‐341541 043AS‐341541

PacifiCorp PacifiCorp

Huntington Unit 2 Huntington Unit 2

5/9/2018 5/9/2018

Test Run #3 Test Run #4

Start Time 8:43 Start Time 9:18

Run Length 21 Run Length 21

Stop Time 9:03 Stop Time 9:38

Uncorrected Analyzer Data Uncorrected Analyzer Data

CO2 SO2 NOx CO NO2 CO2 SO2 NOx CO NO2

Minute Time %vw ppmvw ppmvw ppmvw ppmvw Minute Time %vw ppmvw ppmvw ppmvw ppmvw

1 8:43 10.8 25.9 96.5 101.0 0.2 1 9:18 10.8 26.9 101.2 64.8 0.0

2 8:44 10.9 25.3 98.4 84.9 0.1 2 9:19 10.6 25.4 101.2 54.7 0.1

3 8:45 10.8 24.4 96.5 71.4 0.2 3 9:20 10.5 24.5 100.9 58.1 0.0

4 8:46 10.7 23.8 96.6 58.5 0.1 4 9:21 10.6 24.2 100.3 70.2 0.1

5 8:47 10.6 23.1 98.0 53.7 0.0 5 9:22 10.6 24.1 101.5 59.8 0.1

6 8:48 10.7 23.0 98.1 75.4 0.4 6 9:23 10.8 24.6 103.9 64.6 0.6

7 8:49 10.9 23.6 99.8 57.3 0.5 7 9:24 10.7 23.5 101.4 55.0 0.1

8 8:50 10.7 22.8 97.2 63.1 0.3 8 9:25 10.8 23.9 99.8 116.9 0.1

9 8:51 10.7 22.4 97.5 68.5 0.3 9 9:26 10.8 24.1 101.0 111.6 0.1

10 8:52 10.6 22.0 98.4 54.1 0.0 10 9:27 10.8 24.2 102.3 72.0 0.1

11 8:53 10.7 22.3 99.2 61.1 0.1 11 9:28 10.9 23.8 101.5 92.8 0.5

12 8:54 10.9 23.1 99.4 53.1 0.4 12 9:29 10.6 22.5 100.4 62.2 0.1

13 8:55 10.7 22.6 98.1 54.9 0.1 13 9:30 10.6 22.3 99.5 71.6 0.2

14 8:56 10.7 22.7 98.4 63.2 0.1 14 9:31 10.6 22.7 100.2 52.8 0.3

15 8:57 10.8 23.4 97.8 84.8 0.3 15 9:32 10.7 22.9 103.0 63.1 0.5

16 8:58 10.7 23.3 100.4 53.6 0.4 16 9:33 10.9 23.3 100.3 86.4 0.2

17 8:59 10.9 23.6 98.6 71.4 0.3 17 9:34 10.8 23.2 101.2 79.4 0.3

18 9:00 10.8 23.8 97.9 81.7 0.0 18 9:35 10.8 23.1 100.8 93.9 0.3

19 9:01 10.8 23.3 99.1 53.9 0.2 19 9:36 10.9 23.5 99.1 151.0 0.3

20 9:02 10.8 24.1 98.8 72.2 0.3 20 9:37 10.9 24.1 101.1 123.7 0.2

21 9:03 10.8 24.4 101.0 81.0 0.5 21 9:38 10.8 23.8 101.0 120.4 0.1

Average 10.7 23.5 98.4 67.6 0.2 Average 10.7 23.8 101.0 82.1 0.2

Co pre 0.0 ‐0.2 0.1 0.2 Co pre 0.0 0.2 ‐0.2 ‐0.4

Co post 0.0 0.2 ‐0.2 ‐0.4 Co post 0.0 ‐0.2 ‐0.1 ‐1.1

Co 0.0 0.0 ‐0.1 ‐0.1 Co 0.0 0.0 ‐0.2 ‐0.8

Cm pre 9.4 58.6 145.4 148.3 Cm pre 9.3 59.9 145.5 147.7

Cm post 9.3 59.9 145.5 147.7 Cm post 9.3 58.8 145.7 149.3

Cm 9.4 59.3 145.5 148.0 Cm 9.3 59.4 145.6 148.5

Cma 9.1 60.2 143.4 144.3 Cma 9.1 60.2 143.4 144.3

 Corrected Average: 10.5 23.8 97.0 65.9  Corrected Average: 10.5 24.2 99.6 80.1
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043AS‐341541 043AS‐341541

PacifiCorp PacifiCorp

Huntington Unit 2 Huntington Unit 2

5/9/2018 5/9/2018

Test Run #5 Test Run #6

Start Time 9:53 Start Time 10:28

Run Length 21 Run Length 21

Stop Time 10:13 Stop Time 10:48

Uncorrected Analyzer Data Uncorrected Analyzer Data

CO2 SO2 NOx CO NO2 CO2 SO2 NOx CO NO2

Minute Time %vw ppmvw ppmvw ppmvw ppmvw Minute Time %vw ppmvw ppmvw ppmvw ppmvw

1 9:53 10.7 25.4 102.1 56.8 0.0 1 10:28 10.6 26.0 101.3 50.0 0.0

2 9:54 10.6 24.7 103.0 47.2 0.1 2 10:29 10.6 25.6 101.8 42.7 0.1

3 9:55 10.6 23.6 102.6 57.9 0.1 3 10:30 10.7 24.8 101.9 42.8 0.0

4 9:56 10.7 23.6 102.3 43.1 ‐0.1 4 10:31 11.0 24.4 102.4 65.8 0.0

5 9:57 10.8 22.9 103.7 31.7 0.1 5 10:32 10.7 23.1 102.9 32.2 0.1

6 9:58 10.6 20.4 103.2 36.3 0.2 6 10:33 10.6 22.5 102.9 10.3 0.1

7 9:59 10.6 20.2 103.0 30.4 0.3 7 10:34 10.7 22.9 101.0 18.5 0.0

8 10:00 10.7 20.4 102.0 38.8 0.2 8 10:35 10.8 22.9 103.0 32.8 0.9

9 10:01 10.7 20.3 104.2 51.2 0.5 9 10:36 10.8 22.8 103.8 18.4 0.1

10 10:02 10.9 19.8 103.1 47.0 0.2 10 10:37 10.7 22.8 101.0 29.7 0.0

11 10:03 10.7 19.3 102.9 41.7 0.2 11 10:38 10.8 23.1 99.8 20.0 0.1

12 10:04 10.7 17.8 102.4 43.4 0.3 12 10:39 10.8 23.3 101.2 32.4 0.2

13 10:05 10.8 18.6 100.8 61.7 0.1 13 10:40 11.0 24.0 101.6 43.7 0.0

14 10:06 11.0 19.7 102.7 65.4 0.4 14 10:41 11.0 23.7 100.5 48.5 0.3

15 10:07 11.1 20.5 101.6 97.7 0.3 15 10:42 10.9 24.1 99.3 65.4 0.1

16 10:08 11.0 20.6 100.4 107.7 0.1 16 10:43 10.9 23.5 101.0 44.7 0.1

17 10:09 10.9 20.6 101.3 83.2 0.0 17 10:44 10.8 23.4 100.0 32.7 0.4

18 10:10 10.8 20.0 103.8 80.7 0.3 18 10:45 11.0 23.5 100.8 23.4 0.4

19 10:11 10.9 18.8 105.6 41.1 0.1 19 10:46 11.0 23.4 98.6 21.0 0.1

20 10:12 10.9 18.3 101.5 33.9 0.1 20 10:47 10.9 23.2 98.3 26.5 0.3

21 10:13 10.6 21.1 100.8 27.4 0.2 21 10:48 10.8 23.0 99.2 24.4 0.2

Average 10.8 20.8 102.5 53.5 0.2 Average 10.8 23.6 101.1 34.5 0.2

Co pre 0.0 ‐0.2 ‐0.1 ‐1.1 Co pre 0.0 0.1 0.0 ‐1.7

Co post 0.0 0.1 0.0 ‐1.7 Co post 0.0 ‐0.2 ‐0.2 ‐0.9

Co 0.0 ‐0.1 ‐0.1 ‐1.4 Co 0.0 ‐0.1 ‐0.1 ‐1.3

Cm pre 9.3 58.8 145.7 149.3 Cm pre 9.5 59.1 145.5 148.2

Cm post 9.5 59.1 145.5 148.2 Cm post 9.5 58.9 146.4 148.4

Cm 9.4 59.0 145.6 148.8 Cm 9.5 59.0 146.0 148.3

Cma 9.1 60.2 143.4 144.3 Cma 9.1 60.2 143.4 144.3

 Corrected Average: 10.5 21.2 101.0 52.8  Corrected Average: 10.4 24.1 99.3 34.6
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043AS‐341541 043AS‐341541

PacifiCorp PacifiCorp

Huntington Unit 2 Huntington Unit 2

5/9/2018 5/9/2018

Test Run #7 Test Run #8

Start Time 11:02 Start Time 11:36

Run Length 21 Run Length 21

Stop Time 11:22 Stop Time 11:56

Uncorrected Analyzer Data Uncorrected Analyzer Data

CO2 SO2 NOx CO NO2 CO2 SO2 NOx CO NO2

Minute Time %vw ppmvw ppmvw ppmvw ppmvw Minute Time %vw ppmvw ppmvw ppmvw ppmvw

1 11:02 10.6 23.1 101.3 25.0 0.0 1 11:36 10.9 24.9 103.2 11.7 0.1

2 11:03 10.7 19.8 100.8 20.0 0.1 2 11:37 10.9 24.7 102.8 20.0 0.0

3 11:04 10.8 20.5 102.0 17.5 0.0 3 11:38 11.0 24.7 105.0 12.7 0.6

4 11:05 11.0 21.3 102.7 27.2 0.4 4 11:39 11.1 25.5 102.6 29.3 0.2

5 11:06 10.9 21.4 101.3 32.0 0.0 5 11:40 11.1 25.5 100.5 42.7 0.1

6 11:07 10.9 21.3 101.4 39.6 0.0 6 11:41 11.1 24.8 102.0 39.8 0.2

7 11:08 11.0 20.9 101.5 13.7 0.0 7 11:42 11.1 25.2 100.7 50.5 0.1

8 11:09 11.1 21.1 102.6 18.1 0.5 8 11:43 11.3 25.7 102.5 53.8 0.0

9 11:10 11.0 20.6 102.0 23.1 0.1 9 11:44 11.1 24.6 104.2 23.5 0.1

10 11:11 10.9 20.5 101.7 14.2 0.1 10 11:45 10.9 24.3 101.4 13.9 0.4

11 11:12 10.8 24.0 100.6 17.8 0.1 11 11:46 10.9 25.2 101.7 14.0 0.1

12 11:13 11.0 25.6 98.1 41.2 0.1 12 11:47 11.0 25.1 100.8 15.5 0.2

13 11:14 11.1 26.6 101.2 40.1 0.1 13 11:48 11.2 25.7 102.3 18.3 0.9

14 11:15 10.9 26.6 100.9 16.0 0.4 14 11:49 11.2 25.8 96.3 44.0 0.1

15 11:16 10.8 26.4 99.5 18.2 0.2 15 11:50 11.1 25.6 96.0 49.7 0.2

16 11:17 10.8 26.0 99.5 15.4 0.0 16 11:51 11.1 24.9 95.5 62.8 0.1

17 11:18 10.7 25.3 99.3 14.3 0.0 17 11:52 11.3 25.2 94.6 134.7 0.1

18 11:19 10.9 25.2 101.8 11.7 0.7 18 11:53 11.4 25.4 96.7 118.3 0.2

19 11:20 10.8 25.0 100.4 18.0 0.0 19 11:54 11.4 25.4 95.2 116.6 0.2

20 11:21 11.0 24.5 100.6 25.6 0.2 20 11:55 11.3 24.9 95.0 104.3 0.0

21 11:22 10.9 24.3 100.5 20.5 0.2 21 11:56 11.3 22.8 95.4 75.2 0.2

Average 10.9 23.3 100.9 22.3 0.2 Average 11.1 25.0 99.7 50.1 0.2

Co pre 0.0 ‐0.2 ‐0.2 ‐0.9 Co pre 0.0 0.0 ‐0.2 ‐0.5

Co post 0.0 0.0 ‐0.2 ‐0.5 Co post 0.0 ‐0.2 ‐0.2 ‐1.3

Co 0.0 ‐0.1 ‐0.2 ‐0.7 Co 0.0 ‐0.1 ‐0.2 ‐0.9

Cm pre 9.5 58.9 146.4 148.4 Cm pre 9.5 59.4 147.9 148.3

Cm post 9.5 59.4 147.9 148.3 Cm post 9.7 60.4 149.4 150.5

Cm 9.5 59.2 147.2 148.4 Cm 9.6 59.9 148.7 149.4

Cma 9.1 60.2 143.4 144.3 Cma 9.1 60.2 143.4 144.3

 Corrected Average: 10.4 23.8 98.4 22.3  Corrected Average: 10.6 25.2 96.3 48.9
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043AS‐341541

PacifiCorp

Huntington Unit 2

5/9/2018

Test Run #9

Start Time 12:10

Run Length 21

Stop Time 12:30

Uncorrected Analyzer Data

CO2 SO2 NOx CO NO2

Minute Time %vw ppmvw ppmvw ppmvw ppmvw

1 12:10 11.2 21.3 95.2 89.6 0.1

2 12:11 11.2 25.9 94.1 108.6 0.0

3 12:12 11.4 27.2 95.9 172.4 0.3

4 12:13 11.3 26.7 95.1 122.2 0.1

5 12:14 11.3 27.6 94.1 154.9 0.0

6 12:15 11.2 27.6 94.7 127.2 0.1

7 12:16 11.2 27.9 95.5 104.2 0.1

8 12:17 11.4 28.3 96.5 125.2 0.1

9 12:18 11.5 28.3 95.8 179.3 0.2

10 12:19 11.4 28.0 95.1 209.2 0.1

11 12:20 11.4 27.2 95.6 147.6 0.1

12 12:21 11.3 26.8 95.7 105.7 0.0

13 12:22 11.4 26.8 97.1 118.6 0.7

14 12:23 11.4 26.1 95.8 156.5 0.1

15 12:24 11.3 25.2 95.3 115.2 0.0

16 12:25 11.2 24.8 94.7 93.3 0.0

17 12:26 11.3 24.7 95.2 103.4 0.1

18 12:27 11.4 24.2 96.4 98.2 0.2

19 12:28 11.3 23.7 95.5 124.8 0.3

20 12:29 11.3 23.8 94.7 135.1 0.1

21 12:30 11.4 24.2 95.3 153.6 0.1

Average 11.3 26.0 95.4 130.7 0.1

Co pre 0.0 ‐0.2 ‐0.2 ‐1.3

Co post 0.0 0.2 ‐0.2 ‐0.2

Co 0.0 0.0 ‐0.2 ‐0.8

Cm pre 9.7 60.4 149.4 150.5

Cm post 9.7 60.9 149.3 150.6

Cm 9.7 60.7 149.4 150.6

Cma 9.1 60.2 143.4 144.3

 Corrected Average: 10.6 25.8 91.7 125.4
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043AS‐341541

PacifiCorp

Huntington Unit 2

5/9/2018

40 CFR Part 75, Appendix A

§6.5.6 Pollutant Stratification Test

Stack Diameter:  323.0 ''

Stratification Test Point 1:  14.2 '' (4.4%)

Stratification Test Point 2:  47.2 '' (14.6%)

Stratification Test Point 3:  95.6 '' (29.6%)

Port Point Time CO2 SO2

1 1 5/8/2018 10:00 10.4 21.9

1 1 10:01 10.4 21.9

1 2 10:02 10.2 21.7

1 2 10:03 10.4 22.4

1 3 10:04 10.5 22.8

1 3 10:05 10.6 23.5

2 1 5/8/2018 10:09 10.6 24.7

2 1 10:10 10.6 24.7

2 2 10:11 10.5 24.3

2 2 10:12 10.5 24.3

2 3 10:13 10.6 24.5

2 3 10:14 10.5 24.5

3 1 5/8/2018 10:20 10.3 26.1

3 1 10:21 10.3 26.1

3 2 10:22 10.4 24.7

3 2 10:23 10.4 23.4

3 3 10:24 10.5 24.9

3 3 10:25 10.4 24.8

4 1 5/8/2018 10:28 10.1 24.8

4 1 10:29 10.6 24.8

4 2 10:30 10.6 24.8

4 2 10:31 10.4 23.3

4 3 10:32 10.4 23.3

4 3 10:33 10.4 21.3

Mean 10.4 23.9

Max Deviation From Mean 0.4 2.6

Max Deviation (%) 3.7% 10.9%

Short Line? OK OK

Single Point? OK OK
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043AS‐341541

PacifiCorp

Huntington Unit 2

5/9/2018

Initial Linearity (Strat Test) Initial Strat Test

Gas Concentration Value Response Error OK? Post Test Error

CO2 Low 0 0 0.0% Y 0 0.0%

Mid 9.115 9 0.6% Y 9.2 0.5%

High 18.09 18.2 0.6% Y

SO2 Low 0 ‐0.1 0.1% Y 0.1 0.1%

Mid 60.15 59.4 0.5% Y 59.4 0.5%

High 147 146.4 0.4% Y
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043AS‐341541

PacifiCorp

Huntington Unit 2

5/9/2018

Gas Analyzer Calibration

Gas Level Value Response Error

CO2 Low 0 0 0.0%

Mid 9.115 9.1 ‐0.1%

High 18.09 18.2 0.6%

SO2 Low 0 ‐0.2 ‐0.1%

Mid 60.15 59.7 ‐0.3%

High 147 145.6 ‐1.0%

NOx Low 0 ‐0.2 ‐0.1%

Mid 143.4 144.6 0.4%

High 331.1 330.3 ‐0.2%

CO Low 0 ‐0.8 ‐0.2%

Mid 144.3 147.2 0.9%

High 325.3 324 ‐0.4%

<2%

Calibration Error Tests
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Time CO2 SO2 NOx CO

5/8/18 9:32:42 0.0 2.1 332.1 324.8 Calibration

5/8/18 9:32:52 0.0 2.0 331.1 324.6 Error Tests

5/8/18 9:33:02 0.0 2.0 331.1 323.1

5/8/18 9:33:12 0.0 1.9 330.8 323.2

5/8/18 9:33:22 0.0 1.9 331.1 323.9

5/8/18 9:33:32 0.0 1.7 331.2 323.0

5/8/18 9:33:42 0.0 2.0 330.8 322.4

5/8/18 9:33:52 0.0 1.8 331.0 320.6

5/8/18 9:34:02 0.3 2.0 270.8 318.7

5/8/18 9:34:12 1.8 1.2 211.0 287.6

5/8/18 9:34:22 3.9 0.6 105.5 223.1

5/8/18 9:34:32 6.7 0.1 1.6 136.1

5/8/18 9:34:42 10.3 0.0 1.3 62.0

5/8/18 9:34:52 14.9 ‐0.1 1.0 19.2

5/8/18 9:35:02 18.8 ‐0.2 0.8 2.2

5/8/18 9:35:12 19.4 ‐0.2 0.7 ‐1.5

5/8/18 9:35:22 18.7 ‐0.2 0.7 ‐3.5

5/8/18 9:35:32 18.1 0.1 0.5 ‐3.9

5/8/18 9:35:42 18.1 ‐0.2 0.4 ‐5.4

5/8/18 9:35:52 18.1 ‐0.2 0.6 ‐6.4

5/8/18 9:36:02 18.1 0.0 0.5 ‐6.0

5/8/18 9:36:12 18.2 ‐0.1 0.4 ‐4.3

5/8/18 9:36:22 18.2 0.1 0.5 ‐2.4

5/8/18 9:36:32 18.2 ‐0.1 0.3 ‐3.1

5/8/18 9:36:42 18.2 0.0 0.1 ‐4.8

5/8/18 9:36:52 18.2 0.1 ‐0.1 ‐5.8

5/8/18 9:37:02 18.2 ‐0.3 ‐0.1 ‐7.0

5/8/18 9:37:12 18.3 ‐0.1 0.0 ‐6.2

5/8/18 9:37:22 18.2 ‐0.1 0.0 ‐5.3

5/8/18 9:37:32 17.6 ‐0.4 ‐0.1 ‐3.3

5/8/18 9:37:42 15.0 20.3 6.5 ‐1.5

5/8/18 9:37:52 10.6 83.3 12.3 ‐0.3

5/8/18 9:38:02 7.0 117.8 6.3 1.0

5/8/18 9:38:12 4.3 135.2 0.2 0.6

5/8/18 9:38:22 2.1 145.1 0.2 ‐0.4

5/8/18 9:38:32 0.6 151.3 0.0 ‐1.7

5/8/18 9:38:42 0.0 154.4 0.1 ‐1.5

5/8/18 9:38:52 ‐0.1 157.4 0.1 ‐0.8

5/8/18 9:39:02 ‐0.1 149.9 0.0 ‐0.4

5/8/18 9:39:12 ‐0.1 147.7 ‐0.2 ‐0.2

5/8/18 9:39:22 ‐0.1 147.8 0.2 ‐0.9

5/8/18 9:39:32 ‐0.1 147.0 0.2 ‐1.9

5/8/18 9:39:42 ‐0.1 147.6 0.0 ‐2.8

5/8/18 9:39:52 ‐0.1 148.3 0.0 ‐1.6

5/8/18 9:40:02 ‐0.1 148.2 0.0 0.3

5/8/18 9:40:12 ‐0.1 148.3 0.2 1.2

5/8/18 9:40:22 ‐0.1 150.3 0.1 0.4

5/8/18 9:40:32 ‐0.1 148.3 0.0 ‐0.9

5/8/18 9:40:42 ‐0.1 145.8 0.2 ‐2.0

5/8/18 9:40:52 ‐0.1 146.2 ‐0.1 ‐3.1

5/8/18 9:41:02 ‐0.1 146.1 ‐0.2 ‐2.5

5/8/18 9:41:12 ‐0.1 147.1 0.1 ‐1.0

5/8/18 9:41:22 ‐0.1 146.5 0.2 ‐1.0

5/8/18 9:41:32 ‐0.1 146.3 0.2 ‐1.2

5/8/18 9:41:42 ‐0.1 146.4 0.0 ‐1.2

5/8/18 9:41:52 0.0 133.3 0.2 1.4

5/8/18 9:42:02 0.1 83.1 71.7 16.7

5/8/18 9:42:12 0.1 47.7 143.6 47.9

5/8/18 9:42:22 0.1 28.7 143.9 88.0

5/8/18 9:42:32 0.1 18.5 144.0 120.0

5/8/18 9:42:42 0.0 12.0 144.5 136.8

5/8/18 9:42:52 ‐0.1 8.1 144.5 142.3

5/8/18 9:43:02 ‐0.1 5.5 144.5 143.3

5/8/18 9:43:12 ‐0.1 3.9 144.3 142.2

5/8/18 9:43:22 ‐0.1 3.0 144.7 142.3

5/8/18 9:43:32 ‐0.1 2.4 144.8 142.8

5/8/18 9:43:42 ‐0.1 1.9 144.7 145.1

5/8/18 9:43:52 ‐0.1 1.8 144.5 144.7

5/8/18 9:44:02 ‐0.1 1.5 144.6 144.8

5/8/18 9:44:12 ‐0.1 1.3 145.0 143.2

5/8/18 9:44:22 ‐0.1 1.2 144.6 142.7

5/8/18 9:44:32 ‐0.1 1.3 144.4 142.3
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Time CO2 SO2 NOx CO

5/8/18 9:44:42 ‐0.1 1.3 144.5 142.5

5/8/18 9:44:52 ‐0.1 1.3 144.6 142.8

5/8/18 9:45:02 ‐0.1 1.2 144.9 144.0

5/8/18 9:45:12 ‐0.1 1.0 144.4 144.7

5/8/18 9:45:22 ‐0.1 1.2 144.8 144.8

5/8/18 9:45:32 ‐0.1 1.2 145.0 144.1

5/8/18 9:45:42 0.4 4.2 81.0 138.1

5/8/18 9:45:52 1.4 3.7 17.3 117.3

5/8/18 9:46:02 2.6 2.0 9.1 82.8

5/8/18 9:46:12 4.1 1.2 0.8 43.5

5/8/18 9:46:22 5.9 0.6 0.4 15.4

5/8/18 9:46:32 7.8 0.8 0.0 ‐0.9

5/8/18 9:46:42 9.0 0.5 0.1 ‐3.4

5/8/18 9:46:52 9.0 0.5 0.0 ‐3.5

5/8/18 9:47:02 9.0 0.1 0.3 ‐3.3

5/8/18 9:47:12 9.0 0.1 ‐0.1 ‐6.3

5/8/18 9:47:22 9.0 0.3 0.2 ‐7.1

5/8/18 9:47:32 9.0 ‐0.1 0.1 ‐6.6

5/8/18 9:47:42 9.0 ‐0.1 0.1 ‐5.6

5/8/18 9:47:52 9.0 0.1 ‐0.2 ‐5.3

5/8/18 9:48:02 8.8 0.0 0.1 ‐5.5

5/8/18 9:48:12 7.5 8.9 0.0 ‐4.6

5/8/18 9:48:22 5.5 30.7 0.1 ‐5.3

5/8/18 9:48:32 3.8 43.0 0.0 ‐4.1

5/8/18 9:48:42 2.4 49.6 0.1 ‐3.9

5/8/18 9:48:52 1.2 52.6 0.2 ‐2.5

5/8/18 9:49:02 0.3 54.6 0.1 ‐1.7

5/8/18 9:49:12 ‐0.1 56.7 0.0 ‐2.8

5/8/18 9:49:22 ‐0.1 57.3 ‐0.1 ‐5.1

5/8/18 9:49:32 ‐0.1 58.8 0.1 ‐6.3

5/8/18 9:49:42 ‐0.1 59.0 0.3 ‐5.7

5/8/18 9:49:52 ‐0.1 59.3 0.0 ‐5.2

5/8/18 9:50:02 ‐0.1 59.3 0.0 ‐5.7

5/8/18 9:50:12 ‐0.1 59.4 ‐0.1 ‐4.0

5/8/18 9:50:22 ‐0.1 59.5 0.0 ‐3.5

5/8/18 9:50:32 ‐0.1 59.5 0.0 ‐1.8

5/8/18 9:50:42 ‐0.1 59.6 ‐0.1 ‐3.1

5/8/18 9:50:52 ‐0.1 59.2 ‐0.4 ‐4.1

5/8/18 9:51:02 ‐0.1 59.0 ‐0.3 ‐4.9
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Time CO2 SO2 NOx CO

5/8/18 10:39:22 0.0 58.5 ‐0.2 ‐10.6 Strat Test

5/8/18 10:39:32 0.0 59.0 0.1 ‐9.7 PostCal

5/8/18 10:39:42 0.0 59.2 ‐0.1 ‐10.6

5/8/18 10:39:52 0.0 59.4 ‐0.1 ‐11.2

5/8/18 10:40:02 0.0 59.6 0.2 ‐12.3

5/8/18 10:40:12 0.0 59.7 0.4 ‐11.6

5/8/18 10:40:22 0.0 59.1 0.1 ‐10.8

5/8/18 10:40:32 0.0 59.3 0.1 ‐9.2

5/8/18 10:40:42 0.0 59.6 0.0 ‐9.1

5/8/18 10:40:52 0.0 59.5 ‐0.1 ‐9.9

5/8/18 10:41:02 0.0 59.3 0.0 ‐12.7

5/8/18 10:41:12 0.0 59.3 0.1 ‐13.1

5/8/18 10:41:22 ‐0.1 59.4 0.2 ‐13.3

5/8/18 10:41:32 0.0 59.5 0.0 ‐13.5

5/8/18 10:41:42 0.0 58.8 ‐0.1 ‐12.2

5/8/18 10:41:52 0.0 58.7 0.1 ‐11.1

5/8/18 10:42:02 0.0 59.2 0.0 ‐9.6

5/8/18 10:42:12 0.1 58.7 0.0 ‐10.2

5/8/18 10:42:22 0.7 57.5 45.4 ‐8.5

5/8/18 10:42:32 1.8 47.7 90.6 ‐2.1

5/8/18 10:42:42 3.2 39.2 95.6 8.1

5/8/18 10:42:52 4.3 35.2 99.9 18.5

5/8/18 10:43:02 4.7 44.4 50.1 22.3

5/8/18 10:43:12 5.5 41.6 0.2 17.6

5/8/18 10:43:22 6.1 22.7 0.5 7.0

5/8/18 10:43:32 6.0 13.1 0.0 ‐3.5

5/8/18 10:43:42 6.0 8.2 0.2 ‐10.5

5/8/18 10:43:52 6.5 5.0 0.0 ‐14.3

5/8/18 10:44:02 8.2 3.3 0.2 ‐15.5

5/8/18 10:44:12 9.2 2.2 ‐0.1 ‐15.6

5/8/18 10:44:22 9.2 1.3 0.0 ‐15.3

5/8/18 10:44:32 9.2 0.7 ‐0.1 ‐14.8

5/8/18 10:44:42 9.2 0.6 ‐0.1 ‐14.6

5/8/18 10:44:52 9.2 0.2 ‐0.2 ‐14.0

5/8/18 10:45:02 9.2 0.2 ‐0.2 ‐13.6

5/8/18 10:45:12 9.3 ‐0.2 ‐0.3 ‐14.3

5/8/18 10:45:22 9.2 0.1 ‐0.2 ‐14.8

5/8/18 10:45:32 9.2 0.2 ‐0.2 ‐15.7

5/8/18 10:45:42 8.9 ‐0.1 ‐0.2 ‐13.9

5/8/18 10:45:52 7.5 0.4 ‐0.4 ‐12.7
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Time CO2 SO2 NOx CO

5/9/18 7:07:17 0.0 ‐0.3 ‐0.2 ‐0.3 Calibration

5/9/18 7:07:27 0.0 ‐0.1 ‐0.3 ‐0.8 Error Tests

5/9/18 7:07:37 0.0 ‐0.3 ‐0.3 ‐1.9

5/9/18 7:07:47 0.0 ‐0.3 ‐0.1 ‐2.5

5/9/18 7:07:57 0.0 ‐0.2 ‐0.2 ‐1.9

5/9/18 7:08:07 ‐0.1 ‐0.1 ‐0.3 ‐0.8

5/9/18 7:08:17 0.0 ‐0.2 ‐0.1 0.0

5/9/18 7:08:27 0.3 ‐0.2 ‐0.2 0.5

5/9/18 7:08:37 1.7 0.3 ‐0.3 0.1

5/9/18 7:08:47 3.8 0.1 ‐0.3 ‐1.5

5/9/18 7:08:57 6.4 ‐0.2 0.0 ‐3.8

5/9/18 7:09:07 10.0 0.0 ‐0.3 ‐5.3

5/9/18 7:09:17 14.4 ‐0.3 ‐0.1 ‐4.2

5/9/18 7:09:27 18.5 ‐0.1 ‐0.1 ‐3.8

5/9/18 7:09:37 19.0 0.0 0.0 ‐2.6

5/9/18 7:09:47 19.0 ‐0.2 ‐0.3 ‐2.9

5/9/18 7:09:57 18.7 ‐0.1 ‐0.2 ‐3.6

5/9/18 7:10:07 18.1 0.0 ‐0.3 ‐4.3

5/9/18 7:10:17 18.2 ‐0.3 ‐0.3 ‐5.2

5/9/18 7:10:27 18.2 ‐0.1 0.0 ‐5.8

5/9/18 7:10:37 18.2 ‐0.3 ‐0.2 ‐6.5

5/9/18 7:10:47 18.2 ‐0.4 ‐0.1 ‐5.4

5/9/18 7:10:57 18.2 ‐0.4 ‐0.1 ‐5.0

5/9/18 7:11:07 18.2 ‐0.2 ‐0.1 ‐5.1

5/9/18 7:11:17 18.2 ‐0.1 ‐0.3 ‐4.5

5/9/18 7:11:27 18.2 ‐0.2 ‐0.1 ‐3.3

5/9/18 7:11:37 16.0 ‐0.1 95.8 4.3

5/9/18 7:11:47 11.7 0.6 255.9 38.3

5/9/18 7:11:57 8.0 1.2 329.3 106.0

5/9/18 7:12:07 5.0 1.7 345.8 195.6

5/9/18 7:12:17 2.7 1.9 354.5 271.8

5/9/18 7:12:27 1.0 1.8 355.7 319.0

5/9/18 7:12:37 0.2 2.0 332.6 338.9

5/9/18 7:12:47 0.1 2.0 328.6 344.3

5/9/18 7:12:57 0.0 2.0 328.5 344.3

5/9/18 7:13:07 0.0 1.9 328.5 340.6

5/9/18 7:13:17 0.0 2.1 331.4 337.7

5/9/18 7:13:27 0.0 1.8 331.0 336.0

5/9/18 7:13:37 0.0 2.0 330.4 325.9

5/9/18 7:13:47 0.0 1.9 330.5 326.5

5/9/18 7:13:57 0.0 1.7 330.3 326.6

5/9/18 7:14:07 0.0 1.7 330.2 325.5

5/9/18 7:14:17 0.0 1.8 330.5 324.2

5/9/18 7:14:27 0.0 2.0 330.2 323.7

5/9/18 7:14:37 0.0 1.8 330.3 323.2

5/9/18 7:14:47 0.0 1.6 330.4 323.7

5/9/18 7:14:57 0.0 1.9 330.7 323.9

5/9/18 7:15:07 0.1 8.1 330.9 320.0

5/9/18 7:15:17 0.1 44.2 232.2 290.8

5/9/18 7:15:27 0.1 90.5 67.8 229.1

5/9/18 7:15:37 0.1 116.5 1.4 145.8

5/9/18 7:15:47 0.1 129.9 0.9 72.8

5/9/18 7:15:57 0.1 137.0 0.5 25.8

5/9/18 7:16:07 0.0 141.5 0.5 5.8

5/9/18 7:16:17 0.0 144.9 0.4 1.1

5/9/18 7:16:27 0.0 146.8 0.5 2.6

5/9/18 7:16:37 0.0 148.3 0.0 3.9

5/9/18 7:16:47 0.0 149.8 ‐0.1 3.2

5/9/18 7:16:57 0.0 151.4 0.3 0.8

5/9/18 7:17:07 0.0 152.9 0.1 ‐0.6

5/9/18 7:17:17 0.0 153.4 ‐0.1 ‐1.6

5/9/18 7:17:27 0.0 147.2 0.2 ‐1.7

5/9/18 7:17:37 0.0 146.4 0.1 ‐1.9

5/9/18 7:17:47 0.0 145.9 0.1 ‐0.8

5/9/18 7:17:57 0.0 144.9 0.1 0.6

5/9/18 7:18:07 0.0 143.8 0.1 1.0

5/9/18 7:18:17 0.0 143.6 ‐0.1 0.6

5/9/18 7:18:27 ‐0.1 143.2 0.2 ‐0.7

5/9/18 7:18:37 ‐0.1 143.2 0.0 ‐0.8

5/9/18 7:18:47 ‐0.1 143.0 ‐0.4 ‐0.5

5/9/18 7:18:57 ‐0.1 143.0 0.9 ‐0.1

5/9/18 7:19:07 0.0 125.9 3.0 6.3
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Time CO2 SO2 NOx CO

5/9/18 7:19:17 0.0 83.0 45.5 25.7

5/9/18 7:19:27 0.0 47.4 115.8 59.6

5/9/18 7:19:37 0.0 29.2 144.2 97.8

5/9/18 7:19:47 0.0 18.5 144.2 126.3

5/9/18 7:19:57 0.0 11.9 144.5 140.9

5/9/18 7:20:07 ‐0.1 8.2 144.7 146.2

5/9/18 7:20:17 ‐0.1 5.6 144.4 146.7

5/9/18 7:20:27 0.0 4.0 144.8 146.7

5/9/18 7:20:37 ‐0.1 2.8 144.9 147.5

5/9/18 7:20:47 0.0 2.3 144.7 147.5

5/9/18 7:20:57 ‐0.1 1.8 144.4 147.8

5/9/18 7:21:07 0.0 1.8 144.6 146.8

5/9/18 7:21:17 ‐0.1 1.3 144.8 146.2

5/9/18 7:21:27 ‐0.1 1.4 145.2 144.6

5/9/18 7:21:37 0.0 1.2 145.4 144.9

5/9/18 7:21:47 0.4 3.4 145.6 141.1

5/9/18 7:21:57 1.4 4.0 102.1 124.0

5/9/18 7:22:07 2.6 2.1 29.4 91.8

5/9/18 7:22:17 4.1 1.1 0.5 52.7

5/9/18 7:22:27 5.9 0.9 0.2 22.0

5/9/18 7:22:37 8.1 0.5 0.2 4.5

5/9/18 7:22:47 9.2 0.2 0.1 ‐2.5

5/9/18 7:22:57 9.2 0.2 0.2 ‐4.0

5/9/18 7:23:07 9.2 0.2 0.3 ‐3.0

5/9/18 7:23:17 9.1 0.3 0.3 ‐2.4

5/9/18 7:23:27 9.1 0.1 0.1 ‐2.6

5/9/18 7:23:37 9.1 0.3 0.2 ‐2.3

5/9/18 7:23:47 9.1 0.1 ‐0.1 ‐2.9

5/9/18 7:23:57 9.1 ‐0.1 ‐0.3 ‐3.4

5/9/18 7:24:07 9.1 ‐0.4 ‐0.3 ‐4.7

5/9/18 7:24:17 9.0 0.6 2.8 ‐3.9

5/9/18 7:24:27 7.1 13.1 8.0 ‐2.9

5/9/18 7:24:37 5.1 32.3 6.9 ‐0.8

5/9/18 7:24:47 3.5 43.6 2.2 0.2

5/9/18 7:24:57 2.1 49.4 0.3 0.7

5/9/18 7:25:07 1.0 52.8 0.0 ‐0.5

5/9/18 7:25:17 0.2 55.0 ‐0.4 ‐1.5

5/9/18 7:25:27 0.0 56.4 ‐0.2 ‐2.2

5/9/18 7:25:37 0.0 57.1 ‐0.2 ‐1.5

5/9/18 7:25:47 0.0 57.9 ‐0.2 ‐0.1

5/9/18 7:25:57 0.0 57.8 ‐0.4 0.2

5/9/18 7:26:07 0.0 57.9 ‐0.3 0.0

5/9/18 7:26:17 0.0 57.9 ‐0.3 ‐0.7

5/9/18 7:26:27 0.0 58.1 ‐0.3 ‐1.6

5/9/18 7:26:37 0.0 58.5 ‐0.2 ‐2.4

5/9/18 7:26:47 0.0 59.1 ‐0.3 ‐3.1

5/9/18 7:26:57 ‐0.1 59.9 ‐0.2 ‐3.6

5/9/18 7:27:07 ‐0.1 60.3 ‐0.1 ‐3.0

5/9/18 7:27:17 ‐0.1 60.1 ‐0.1 ‐1.9

5/9/18 7:27:27 0.0 59.2 0.0 ‐0.6

5/9/18 7:27:37 0.0 58.8 ‐0.3 ‐0.2
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Time CO2 SO2 NOx CO

5/9/18 7:57:47 0.0 58.0 0.1 3.0 R1 PostCal

5/9/18 7:57:57 0.0 58.5 0.0 4.0

5/9/18 7:58:07 0.0 58.6 0.1 3.5

5/9/18 7:58:17 0.0 58.5 0.1 2.9

5/9/18 7:58:27 0.0 58.9 0.0 1.9

5/9/18 7:58:37 0.0 58.0 0.2 0.7

5/9/18 7:58:47 0.0 57.6 0.1 0.5

5/9/18 7:58:57 0.0 58.1 0.0 0.1

5/9/18 7:59:07 0.0 58.4 0.0 0.6

5/9/18 7:59:17 0.0 58.5 0.1 1.9

5/9/18 7:59:27 0.0 58.9 0.0 2.7

5/9/18 7:59:37 0.0 58.9 ‐0.2 2.3

5/9/18 7:59:47 0.5 51.5 ‐0.1 1.4

5/9/18 7:59:57 1.5 34.0 ‐0.2 1.0

5/9/18 8:00:07 2.7 18.7 ‐0.2 1.5

5/9/18 8:00:17 4.2 10.8 ‐0.3 1.8

5/9/18 8:00:27 6.0 6.7 ‐0.2 1.7

5/9/18 8:00:37 8.3 3.9 ‐0.2 0.6

5/9/18 8:00:47 9.3 2.4 ‐0.1 ‐1.0

5/9/18 8:00:57 9.5 1.6 ‐0.3 ‐1.2

5/9/18 8:01:07 9.6 1.1 ‐0.4 ‐1.2

5/9/18 8:01:17 9.6 0.9 ‐0.3 ‐1.0

5/9/18 8:01:27 9.6 0.4 ‐0.1 ‐0.8

5/9/18 8:01:37 9.4 0.1 ‐0.1 ‐1.1

5/9/18 8:01:47 9.4 0.4 0.0 ‐0.9

5/9/18 8:01:57 9.3 0.1 ‐0.2 ‐0.2

5/9/18 8:02:07 9.2 0.2 ‐0.4 ‐0.1

5/9/18 8:02:17 9.0 0.2 ‐0.3 ‐0.7

5/9/18 8:02:27 9.0 0.0 ‐0.3 ‐1.9

5/9/18 8:02:37 8.1 0.8 36.8 0.1

5/9/18 8:02:47 6.2 2.1 98.5 15.5

5/9/18 8:02:57 4.4 1.3 129.3 45.7

5/9/18 8:03:07 2.9 1.0 139.6 85.7

5/9/18 8:03:17 1.7 1.2 144.0 119.1

5/9/18 8:03:27 0.7 1.1 144.0 139.0

5/9/18 8:03:37 0.1 1.0 144.1 145.8

5/9/18 8:03:47 0.0 0.8 144.4 146.8

5/9/18 8:03:57 0.0 0.9 144.2 146.4

5/9/18 8:04:07 0.0 0.7 144.3 148.4

5/9/18 8:04:17 0.0 0.8 144.2 149.2

5/9/18 8:04:27 0.0 0.7 144.5 150.5

5/9/18 8:04:37 0.0 0.8 144.3 149.9
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Time CO2 SO2 NOx CO

5/9/18 8:32:17 0.2 1.7 145.5 146.0 R2 PostCal

5/9/18 8:32:27 0.0 1.5 145.5 147.9

5/9/18 8:32:37 0.1 1.2 145.4 147.8

5/9/18 8:32:47 0.0 1.0 145.2 148.7

5/9/18 8:32:57 0.0 0.7 145.5 148.3

5/9/18 8:33:07 0.0 0.8 145.4 148.8

5/9/18 8:33:17 0.0 0.9 145.3 148.1

5/9/18 8:33:27 0.0 0.7 145.3 148.0

5/9/18 8:33:37 0.0 0.8 145.7 148.4

5/9/18 8:33:47 0.0 0.7 145.4 148.9

5/9/18 8:33:57 0.7 0.8 102.3 142.3

5/9/18 8:34:07 1.7 0.5 30.4 121.5

5/9/18 8:34:17 3.0 0.3 1.8 86.4

5/9/18 8:34:27 4.6 0.1 0.7 48.0

5/9/18 8:34:37 6.5 ‐0.1 0.3 18.0

5/9/18 8:34:47 8.7 ‐0.2 0.4 2.3

5/9/18 8:34:57 9.4 ‐0.1 0.4 ‐3.2

5/9/18 8:35:07 9.5 ‐0.1 0.5 ‐2.5

5/9/18 8:35:17 9.5 ‐0.3 0.3 ‐1.2

5/9/18 8:35:27 9.4 ‐0.1 0.1 ‐0.9

5/9/18 8:35:37 9.4 0.0 0.1 ‐1.3

5/9/18 8:35:47 9.4 ‐0.2 0.2 ‐2.3

5/9/18 8:35:57 9.3 ‐0.3 0.2 ‐3.2

5/9/18 8:36:07 9.3 ‐0.2 0.0 ‐4.1

5/9/18 8:36:17 9.3 ‐0.2 0.0 ‐3.5

5/9/18 8:36:27 9.2 0.2 0.2 ‐1.7

5/9/18 8:36:37 7.4 11.1 0.2 ‐0.1

5/9/18 8:36:47 5.5 29.7 ‐0.1 0.7

5/9/18 8:36:57 3.8 42.1 0.1 0.9

5/9/18 8:37:07 2.3 48.1 0.0 0.6

5/9/18 8:37:17 1.2 52.0 0.4 0.7

5/9/18 8:37:27 0.2 54.4 0.1 ‐0.5

5/9/18 8:37:37 0.0 56.2 0.2 ‐1.0

5/9/18 8:37:47 0.0 56.9 0.1 ‐0.3

5/9/18 8:37:57 0.0 57.5 0.0 1.4

5/9/18 8:38:07 0.0 57.5 ‐0.2 2.2

5/9/18 8:38:17 0.0 58.3 ‐0.2 2.3

5/9/18 8:38:27 0.0 58.8 ‐0.1 1.8

5/9/18 8:38:37 0.0 58.6 ‐0.2 0.9

5/9/18 8:38:47 0.0 58.6 ‐0.4 0.0

5/9/18 8:38:57 0.0 58.6 ‐0.2 0.1

5/9/18 8:39:07 0.0 58.3 ‐0.2 0.7
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Time CO2 SO2 NOx CO

5/9/18 9:07:57 0.0 58.5 ‐0.2 0.4 R3 PostCal

5/9/18 9:08:07 0.0 58.7 ‐0.2 ‐0.7

5/9/18 9:08:17 0.0 59.2 ‐0.1 ‐1.2

5/9/18 9:08:27 0.0 59.1 ‐0.4 ‐1.8

5/9/18 9:08:37 0.0 59.4 ‐0.2 ‐1.4

5/9/18 9:08:47 0.0 60.5 ‐0.4 ‐0.7

5/9/18 9:08:57 0.0 60.8 ‐0.2 0.2

5/9/18 9:09:07 0.0 60.4 0.0 0.9

5/9/18 9:09:17 0.0 59.9 ‐0.2 0.2

5/9/18 9:09:27 0.1 58.7 ‐0.3 ‐0.5

5/9/18 9:09:37 0.8 47.4 ‐0.2 ‐1.7

5/9/18 9:09:47 1.9 27.6 ‐0.1 ‐2.0

5/9/18 9:09:57 3.3 15.6 ‐0.2 ‐2.2

5/9/18 9:10:07 4.9 9.1 ‐0.5 ‐2.3

5/9/18 9:10:17 6.8 5.5 ‐0.4 ‐2.7

5/9/18 9:10:27 8.9 3.4 ‐0.4 ‐2.7

5/9/18 9:10:37 9.3 2.3 ‐0.4 ‐3.2

5/9/18 9:10:47 9.3 1.4 ‐0.3 ‐3.7

5/9/18 9:10:57 9.3 0.8 ‐0.2 ‐4.1

5/9/18 9:11:07 9.3 0.5 ‐0.1 ‐4.0

5/9/18 9:11:17 9.3 0.3 ‐0.1 ‐3.6

5/9/18 9:11:27 9.3 0.1 ‐0.2 ‐2.8

5/9/18 9:11:37 9.3 0.4 ‐0.2 ‐2.5

5/9/18 9:11:47 9.3 0.0 ‐0.2 ‐3.3

5/9/18 9:11:57 9.3 0.1 ‐0.2 ‐3.3

5/9/18 9:12:07 9.3 0.0 ‐0.1 ‐3.4

5/9/18 9:12:17 8.9 0.8 22.6 ‐2.9

5/9/18 9:12:27 6.9 1.4 61.0 7.8

5/9/18 9:12:37 5.0 1.4 97.0 34.2

5/9/18 9:12:47 3.4 1.1 131.3 73.2

5/9/18 9:12:57 2.0 1.1 145.0 109.7

5/9/18 9:13:07 0.9 0.9 145.3 132.8

5/9/18 9:13:17 0.1 0.9 146.0 143.3

5/9/18 9:13:27 0.0 0.8 147.0 146.0

5/9/18 9:13:37 0.0 0.8 149.4 147.5

5/9/18 9:13:47 0.0 0.9 152.0 149.5

5/9/18 9:13:57 0.0 0.9 150.9 151.4

5/9/18 9:14:07 0.0 0.8 147.8 153.0

5/9/18 9:14:17 0.0 0.9 146.4 153.2

5/9/18 9:14:27 0.0 0.9 145.7 151.0

5/9/18 9:14:37 0.0 0.8 145.2 148.9

5/9/18 9:14:47 0.0 0.9 145.1 147.9

5/9/18 9:14:57 0.0 1.0 145.2 147.3

5/9/18 9:15:07 0.0 0.8 145.0 147.0

5/9/18 9:15:17 0.0 0.9 144.9 147.2
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Time CO2 SO2 NOx CO

5/9/18 9:41:47 1.2 2.9 145.5 137.3 R4 PostCal

5/9/18 9:41:57 0.2 2.1 145.6 144.1

5/9/18 9:42:07 0.1 1.6 145.4 146.0

5/9/18 9:42:17 0.0 1.3 145.9 146.3

5/9/18 9:42:27 0.0 1.3 146.3 147.3

5/9/18 9:42:37 0.0 1.1 148.6 148.7

5/9/18 9:42:47 0.0 0.7 151.6 149.8

5/9/18 9:42:57 0.0 0.8 151.3 151.3

5/9/18 9:43:07 0.0 1.0 149.5 151.5

5/9/18 9:43:17 0.0 0.9 148.2 151.0

5/9/18 9:43:27 0.0 1.0 146.7 149.6

5/9/18 9:43:37 0.0 0.7 146.1 149.3

5/9/18 9:43:47 0.0 0.5 146.0 149.3

5/9/18 9:43:57 0.0 0.8 132.6 148.8

5/9/18 9:44:07 0.8 0.7 110.3 139.1

5/9/18 9:44:17 1.9 0.3 71.0 113.9

5/9/18 9:44:27 3.2 0.1 20.5 75.3

5/9/18 9:44:37 4.8 0.0 0.3 37.7

5/9/18 9:44:47 6.7 ‐0.2 0.1 12.5

5/9/18 9:44:57 8.9 0.1 0.1 0.4

5/9/18 9:45:07 9.3 ‐0.2 0.3 ‐3.2

5/9/18 9:45:17 9.3 ‐0.3 0.2 ‐3.4

5/9/18 9:45:27 9.3 ‐0.2 0.3 ‐3.5

5/9/18 9:45:37 9.3 ‐0.3 0.0 ‐4.4

5/9/18 9:45:47 9.3 ‐0.1 0.1 ‐5.6

5/9/18 9:45:57 9.3 ‐0.4 ‐0.2 ‐5.7

5/9/18 9:46:07 9.3 ‐0.3 ‐0.2 ‐5.2

5/9/18 9:46:17 9.3 ‐0.3 0.0 ‐3.9

5/9/18 9:46:27 9.3 ‐0.2 ‐0.3 ‐2.6

5/9/18 9:46:37 9.3 ‐0.2 ‐0.2 ‐2.1

5/9/18 9:46:47 9.3 ‐0.3 ‐0.2 ‐2.5

5/9/18 9:46:57 9.3 ‐0.1 2.1 ‐3.0

5/9/18 9:47:07 7.6 9.5 6.0 ‐4.0

5/9/18 9:47:17 5.6 28.8 5.2 ‐3.7

5/9/18 9:47:27 3.9 43.1 1.4 ‐2.3

5/9/18 9:47:37 2.5 49.9 ‐0.5 ‐0.8

5/9/18 9:47:47 1.4 54.1 ‐0.4 0.1

5/9/18 9:47:57 0.4 56.7 ‐0.4 1.1

5/9/18 9:48:07 0.1 57.6 ‐0.2 0.7

5/9/18 9:48:17 0.1 57.8 ‐0.2 ‐0.1

5/9/18 9:48:27 0.1 58.1 ‐0.1 ‐1.8

5/9/18 9:48:37 0.1 58.6 ‐0.3 ‐2.6

5/9/18 9:48:47 0.0 58.7 ‐0.3 ‐1.9

5/9/18 9:48:57 ‐0.1 59.1 ‐0.3 ‐0.7

5/9/18 9:49:07 ‐0.1 59.0 ‐0.2 0.0

5/9/18 9:49:17 ‐0.1 58.5 0.0 ‐0.5

5/9/18 9:49:27 ‐0.1 58.9 0.0 ‐1.4
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Time CO2 SO2 NOx CO

5/9/18 10:17:57 0.0 59.2 0.1 ‐0.5 R5 PostCal

5/9/18 10:18:07 0.0 59.3 0.0 ‐1.3

5/9/18 10:18:17 0.0 59.1 ‐0.1 ‐1.7

5/9/18 10:18:27 0.0 59.0 ‐0.1 ‐1.9

5/9/18 10:18:37 0.0 59.0 ‐0.2 ‐2.3

5/9/18 10:18:47 0.0 59.3 0.1 ‐2.3

5/9/18 10:18:57 0.0 59.5 ‐0.1 ‐1.2

5/9/18 10:19:07 0.0 59.2 ‐0.3 ‐1.0

5/9/18 10:19:17 0.0 59.4 ‐0.2 ‐1.0

5/9/18 10:19:27 0.5 52.9 ‐0.3 ‐2.3

5/9/18 10:19:37 1.4 34.9 ‐0.2 ‐2.7

5/9/18 10:19:47 2.7 18.8 ‐0.1 ‐4.2

5/9/18 10:19:57 4.1 11.0 ‐0.1 ‐4.9

5/9/18 10:20:07 5.9 6.6 ‐0.4 ‐5.9

5/9/18 10:20:17 8.1 4.5 ‐0.2 ‐5.1

5/9/18 10:20:27 9.2 3.0 0.0 ‐4.4

5/9/18 10:20:37 9.3 1.9 ‐0.1 ‐4.1

5/9/18 10:20:47 9.3 1.2 ‐0.3 ‐4.1

5/9/18 10:20:57 9.3 0.9 ‐0.1 ‐4.6

5/9/18 10:21:07 9.3 0.4 ‐0.2 ‐4.7

5/9/18 10:21:17 9.3 0.4 ‐0.1 ‐4.8

5/9/18 10:21:27 9.4 0.5 ‐0.3 ‐4.2

5/9/18 10:21:37 9.5 0.1 ‐0.2 ‐3.3

5/9/18 10:21:47 9.5 0.2 ‐0.1 ‐3.4

5/9/18 10:21:57 9.5 0.0 ‐0.3 ‐3.8

5/9/18 10:22:07 9.5 0.1 ‐0.1 ‐4.4

5/9/18 10:22:17 9.5 0.4 ‐0.1 ‐4.7

5/9/18 10:22:27 9.1 0.9 ‐0.2 ‐4.2

5/9/18 10:22:37 7.0 1.6 42.8 6.3

5/9/18 10:22:47 5.0 1.7 115.2 32.2

5/9/18 10:22:57 3.4 1.3 144.4 71.1

5/9/18 10:23:07 2.0 1.3 145.2 107.7

5/9/18 10:23:17 0.9 1.0 145.5 131.5

5/9/18 10:23:27 0.1 1.2 145.5 142.3

5/9/18 10:23:37 0.0 0.9 145.9 145.7

5/9/18 10:23:47 0.0 1.0 145.6 146.0

5/9/18 10:23:57 0.0 0.9 145.4 147.3

5/9/18 10:24:07 0.0 0.9 145.5 148.2

5/9/18 10:24:17 0.0 0.8 145.3 148.7

5/9/18 10:24:27 0.0 0.6 145.4 149.0

5/9/18 10:24:37 0.0 0.9 145.6 147.9

043AS-341541-RT-115 Page 27 of 59



Time CO2 SO2 NOx CO

5/9/18 10:52:17 0.0 1.4 146.4 146.8 R6 PostCal

5/9/18 10:52:27 0.0 1.1 146.4 147.1

5/9/18 10:52:37 0.0 1.1 146.5 148.1

5/9/18 10:52:47 0.1 0.9 146.4 149.2

5/9/18 10:52:57 0.0 1.1 146.2 149.0

5/9/18 10:53:07 0.1 0.8 146.1 148.8

5/9/18 10:53:17 0.0 0.9 146.3 148.3

5/9/18 10:53:27 0.0 0.6 146.3 147.8

5/9/18 10:53:37 0.0 0.6 144.3 146.6

5/9/18 10:53:47 0.6 0.7 141.2 140.2

5/9/18 10:53:57 1.6 0.4 97.8 120.8

5/9/18 10:54:07 2.9 0.1 28.2 87.2

5/9/18 10:54:17 4.5 0.0 0.4 48.7

5/9/18 10:54:27 6.3 0.1 0.4 18.6

5/9/18 10:54:37 8.5 ‐0.2 0.3 2.0

5/9/18 10:54:47 9.2 ‐0.2 0.2 ‐4.3

5/9/18 10:54:57 9.3 ‐0.1 0.1 ‐5.7

5/9/18 10:55:07 9.4 0.0 0.3 ‐4.8

5/9/18 10:55:17 9.4 ‐0.1 ‐0.1 ‐3.8

5/9/18 10:55:27 9.5 ‐0.2 ‐0.4 ‐2.9

5/9/18 10:55:37 9.5 ‐0.2 ‐0.3 ‐2.8

5/9/18 10:55:47 9.5 ‐0.3 ‐0.2 ‐3.3

5/9/18 10:55:57 9.5 ‐0.2 ‐0.2 ‐4.4

5/9/18 10:56:07 9.5 ‐0.2 ‐0.1 ‐5.8

5/9/18 10:56:17 9.5 ‐0.1 ‐0.4 ‐5.2

5/9/18 10:56:27 9.4 0.0 ‐0.3 ‐4.8

5/9/18 10:56:37 9.0 1.9 2.8 ‐2.7

5/9/18 10:56:47 6.9 16.5 8.6 ‐2.7

5/9/18 10:56:57 5.0 35.3 7.5 ‐2.9

5/9/18 10:57:07 3.3 45.4 2.1 ‐2.7

5/9/18 10:57:17 2.0 50.9 ‐0.2 ‐2.4

5/9/18 10:57:27 0.9 53.8 ‐0.3 ‐2.2

5/9/18 10:57:37 0.1 55.4 ‐0.2 ‐1.6

5/9/18 10:57:47 0.0 56.6 ‐0.3 ‐0.5

5/9/18 10:57:57 0.0 57.3 ‐0.1 ‐0.3

5/9/18 10:58:07 0.0 58.1 ‐0.3 ‐0.8

5/9/18 10:58:17 0.0 58.6 ‐0.3 ‐1.4

5/9/18 10:58:27 0.0 59.0 ‐0.1 ‐1.2

5/9/18 10:58:37 0.0 58.7 ‐0.3 ‐0.9

5/9/18 10:58:47 0.0 58.3 ‐0.4 ‐0.9

5/9/18 10:58:57 0.0 58.8 ‐0.2 ‐1.2

5/9/18 10:59:07 0.0 59.2 ‐0.4 ‐0.3

5/9/18 10:59:17 0.0 59.0 ‐0.2 0.1

5/9/18 10:59:27 0.0 58.7 ‐0.2 ‐0.9

5/9/18 10:59:37 0.0 58.6 ‐0.1 ‐1.9
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Time CO2 SO2 NOx CO

5/9/18 11:25:47 0.0 58.6 ‐0.2 0.7 R7 PostCal

5/9/18 11:25:57 0.0 59.1 ‐0.3 1.0

5/9/18 11:26:07 0.0 59.3 ‐0.3 0.1

5/9/18 11:26:17 0.0 59.6 ‐0.1 ‐0.9

5/9/18 11:26:27 0.0 59.8 ‐0.4 ‐1.6

5/9/18 11:26:37 0.0 59.6 ‐0.1 ‐2.4

5/9/18 11:26:47 0.0 59.7 ‐0.3 ‐2.9

5/9/18 11:26:57 0.0 59.6 ‐0.4 ‐2.7

5/9/18 11:27:07 0.3 56.6 ‐0.2 ‐1.4

5/9/18 11:27:17 1.2 41.7 ‐0.2 ‐0.9

5/9/18 11:27:27 2.3 23.0 ‐0.1 ‐1.9

5/9/18 11:27:37 3.8 12.8 ‐0.1 ‐3.5

5/9/18 11:27:47 5.5 7.5 ‐0.2 ‐4.5

5/9/18 11:27:57 7.6 4.7 0.1 ‐4.8

5/9/18 11:28:07 9.2 2.8 0.0 ‐3.7

5/9/18 11:28:17 9.4 1.6 ‐0.1 ‐2.1

5/9/18 11:28:27 9.4 1.3 ‐0.3 ‐1.6

5/9/18 11:28:37 9.4 1.0 0.1 ‐2.9

5/9/18 11:28:47 9.4 0.3 ‐0.1 ‐3.8

5/9/18 11:28:57 9.4 0.4 ‐0.3 ‐4.1

5/9/18 11:29:07 9.5 0.2 ‐0.1 ‐4.5

5/9/18 11:29:17 9.5 0.0 ‐0.1 ‐3.8

5/9/18 11:29:27 9.6 0.3 ‐0.3 ‐3.6

5/9/18 11:29:37 9.6 ‐0.1 ‐0.3 ‐3.1

5/9/18 11:29:47 9.6 ‐0.2 ‐0.5 ‐2.7

5/9/18 11:29:57 9.6 0.2 0.0 ‐2.8

5/9/18 11:30:07 9.6 ‐0.2 ‐0.2 ‐2.9

5/9/18 11:30:17 9.3 0.6 18.4 ‐3.0

5/9/18 11:30:27 7.2 1.7 49.1 7.2

5/9/18 11:30:37 5.2 2.1 87.2 32.7

5/9/18 11:30:47 3.5 1.4 130.1 71.2

5/9/18 11:30:57 2.1 1.2 147.6 109.0

5/9/18 11:31:07 1.0 1.2 147.3 134.4

5/9/18 11:31:17 0.2 0.9 147.5 145.5

5/9/18 11:31:27 0.0 0.9 147.8 147.8

5/9/18 11:31:37 0.0 0.8 148.0 148.5

5/9/18 11:31:47 0.0 0.9 147.9 149.1

5/9/18 11:31:57 0.0 0.7 147.7 149.9

5/9/18 11:32:07 0.0 0.8 148.0 149.9

5/9/18 11:32:17 0.0 0.8 148.2 149.2

5/9/18 11:32:27 0.0 0.6 147.7 149.1

5/9/18 11:32:37 0.0 1.0 147.8 148.1

5/9/18 11:32:47 0.0 0.8 148.1 147.4

5/9/18 11:32:57 0.0 1.0 147.9 147.9
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Time CO2 SO2 NOx CO

5/9/18 11:59:17 0.3 2.4 149.5 149.3 R8 PostCal

5/9/18 11:59:27 0.1 1.5 149.6 152.3

5/9/18 11:59:37 0.1 1.1 149.2 153.6

5/9/18 11:59:47 0.0 1.0 149.2 153.6

5/9/18 11:59:57 0.0 0.9 149.2 152.1

5/9/18 12:00:07 0.0 1.0 149.4 150.2

5/9/18 12:00:17 0.0 0.8 149.2 149.7

5/9/18 12:00:27 0.0 0.8 149.3 150.2

5/9/18 12:00:37 0.0 0.9 150.0 150.3

5/9/18 12:00:47 0.0 0.9 150.2 150.8

5/9/18 12:00:57 0.0 0.8 150.3 151.7

5/9/18 12:01:07 0.0 0.8 150.5 151.9

5/9/18 12:01:17 0.0 0.9 149.9 152.2

5/9/18 12:01:27 0.0 0.6 149.9 151.6

5/9/18 12:01:37 0.0 1.1 149.5 151.0

5/9/18 12:01:47 0.5 0.7 148.5 144.9

5/9/18 12:01:57 1.6 0.3 103.8 126.2

5/9/18 12:02:07 2.8 0.0 30.0 92.0

5/9/18 12:02:17 4.4 0.0 0.5 52.8

5/9/18 12:02:27 6.2 ‐0.2 0.3 21.8

5/9/18 12:02:37 8.5 ‐0.3 0.1 3.9

5/9/18 12:02:47 9.4 0.1 0.2 ‐3.5

5/9/18 12:02:57 9.5 ‐0.2 0.0 ‐5.3

5/9/18 12:03:07 9.6 ‐0.1 0.2 ‐5.8

5/9/18 12:03:17 9.6 ‐0.2 0.3 ‐4.8

5/9/18 12:03:27 9.7 ‐0.3 0.1 ‐4.6

5/9/18 12:03:37 9.7 0.0 0.0 ‐3.2

5/9/18 12:03:47 9.7 ‐0.4 ‐0.2 ‐3.9

5/9/18 12:03:57 9.7 ‐0.1 ‐0.2 ‐4.0

5/9/18 12:04:07 9.7 ‐0.2 ‐0.3 ‐4.1

5/9/18 12:04:17 9.6 ‐0.2 ‐0.1 ‐3.3

5/9/18 12:04:27 9.6 ‐0.1 ‐0.3 ‐2.7

5/9/18 12:04:37 9.6 ‐0.2 ‐0.2 ‐2.0

5/9/18 12:04:47 9.6 0.0 ‐0.1 ‐2.1

5/9/18 12:04:57 9.5 0.1 2.8 ‐2.4

5/9/18 12:05:07 7.5 11.5 8.3 ‐3.0

5/9/18 12:05:17 5.5 31.4 7.0 ‐3.3

5/9/18 12:05:27 3.8 44.2 2.0 ‐4.0

5/9/18 12:05:37 2.3 50.5 ‐0.1 ‐4.4

5/9/18 12:05:47 1.2 54.3 ‐0.3 ‐3.3

5/9/18 12:05:57 0.2 56.4 ‐0.1 ‐1.5

5/9/18 12:06:07 0.0 57.5 0.0 ‐0.2

5/9/18 12:06:17 0.0 58.4 ‐0.2 ‐0.5

5/9/18 12:06:27 0.0 59.3 ‐0.2 ‐1.6

5/9/18 12:06:37 0.0 59.9 0.0 ‐2.3

5/9/18 12:06:47 0.0 60.3 ‐0.1 ‐2.5

5/9/18 12:06:57 0.0 60.3 ‐0.3 ‐2.3

5/9/18 12:07:07 0.0 60.5 ‐0.5 ‐1.4

5/9/18 12:07:17 0.0 60.7 ‐0.4 0.3

5/9/18 12:07:27 0.0 60.5 0.0 0.3

5/9/18 12:07:37 0.0 60.3 ‐0.4 ‐1.3

5/9/18 12:07:47 0.0 60.9 ‐0.3 ‐2.5

043AS-341541-RT-115 Page 30 of 59



Time CO2 SO2 NOx CO

5/9/18 12:34:07 0.0 60.2 0.1 ‐1.0 R9 PostCal

5/9/18 12:34:17 0.0 60.9 ‐0.1 ‐0.2

5/9/18 12:34:27 0.0 60.6 ‐0.2 0.8

5/9/18 12:34:37 0.0 60.1 ‐0.3 0.1

5/9/18 12:34:47 0.0 60.6 0.0 ‐1.0

5/9/18 12:34:57 0.0 61.0 ‐0.3 ‐2.7

5/9/18 12:35:07 0.0 61.1 ‐0.1 ‐3.7

5/9/18 12:35:17 0.0 61.1 ‐0.1 ‐2.5

5/9/18 12:35:27 0.0 60.6 ‐0.3 ‐1.5

5/9/18 12:35:37 0.0 61.2 ‐0.2 ‐0.6

5/9/18 12:35:47 0.0 60.5 ‐0.2 ‐0.9

5/9/18 12:35:57 0.7 50.0 ‐0.3 ‐2.4

5/9/18 12:36:07 1.8 29.9 ‐0.2 ‐3.3

5/9/18 12:36:17 3.1 16.2 ‐0.2 ‐4.9

5/9/18 12:36:27 4.7 9.7 ‐0.2 ‐5.5

5/9/18 12:36:37 6.7 6.2 0.0 ‐6.2

5/9/18 12:36:47 9.0 4.0 ‐0.3 ‐5.2

5/9/18 12:36:57 9.5 2.8 0.0 ‐4.4

5/9/18 12:37:07 9.7 1.8 ‐0.1 ‐4.3

5/9/18 12:37:17 9.7 1.5 ‐0.2 ‐4.9

5/9/18 12:37:27 9.7 0.6 ‐0.3 ‐6.3

5/9/18 12:37:37 9.8 0.6 ‐0.2 ‐6.1

5/9/18 12:37:47 9.7 0.6 ‐0.4 ‐6.0

5/9/18 12:37:57 9.7 0.3 ‐0.3 ‐4.3

5/9/18 12:38:07 9.7 0.4 ‐0.2 ‐3.8

5/9/18 12:38:17 9.6 0.3 ‐0.5 ‐3.7

5/9/18 12:38:27 9.6 0.1 ‐0.2 ‐4.2

5/9/18 12:38:37 9.6 0.1 0.4 ‐5.3

5/9/18 12:38:47 8.1 1.5 1.4 0.3

5/9/18 12:38:57 6.0 2.3 45.8 20.0

5/9/18 12:39:07 4.2 1.3 119.3 55.4

5/9/18 12:39:17 2.7 1.3 149.4 95.3

5/9/18 12:39:27 1.4 1.2 149.5 126.4

5/9/18 12:39:37 0.4 1.1 149.3 143.3

5/9/18 12:39:47 0.1 0.8 149.1 149.0

5/9/18 12:39:57 0.0 0.7 149.3 150.2

5/9/18 12:40:07 0.0 1.0 149.4 150.4

5/9/18 12:40:17 0.0 0.8 149.4 150.5

5/9/18 12:40:27 0.0 0.9 149.4 151.2

5/9/18 12:40:37 0.0 0.9 149.3 152.3
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Field Datasheets 
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CEMS Data 
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Analyzer Interference Check 
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 Air Quality Instruments  27 Forge Parkway  Franklin, MA (508) 520-0430 www.thermofisher.com 
 Environmental Instruments    02038 (508) 520-1460 fax  

 

To Whom It May Concern: 
 

In an effort to assist our customers with meeting the requirements of the Instrumental 
Methods for testing, 3A, 6C, 7E, 10, and 20, we are providing a summary of interferences 
for certain Thermo Scientific analyzers.  
 
The requirement for conducting analyzer interference checks for potential interfering 
gases is the responsibility of the testing organizations.  The Methods do, however, allow 
the manufacturer of instruments to provide this data.  Test are required to be conducted 
on the same “make and model” as those being used for method testing.   
 
The information contained in the accompanying tables pertains to the “make” of 
analyzers under the names of; Thermo Electron Corporation, Thermo Environmental 
Instruments and Thermo Scientific.  The “model” are models; Model 42 for NO, NO2, 
NOx, Model 43 for SO2, and Model 410i for CO2.  The specific pollutant detection and 
analytical technology for each of the above listed specific models have remained the 
same for the various series of analyzers manufactured over the past years.  Therefore, the 
interference test results shown for iSeries analyzers would produce essentially the same 
results for C Series and earlier Series of these models. 
 
The potential interference gases test results shown in the tables to follow indicate that 
none of the Thermo Scientific analyzers tested have a collective analytical detection 
interference that would sum more than 0.06% of analyzer span value.  The acceptance 
criterion is; the sum of the interference responses must not be greater than 2.5% of 
analyzer span value. 
 
If you have any questions regarding the information contained herein please do no 
hesitate to contact us. 
 
Thermo Fisher Scientific 
 

 
 
Frank Duckett 
Product Manager, Continuous Gas Analyzers 
Air Quality Instruments 
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Thermo Scientific Model 42 NO-NO2-NOx Analyzer  
Potential Interference Gas Responses 

 
 

 
 
Acceptance Criteria found in Section 13.4 of Method 7E is the sum of responses must 
 not be greater than 2.5% of the analyzer calibration span value. 
 
1NH3 interferent results shown for the Model 42iHL was not used in calculation of interference 
response check because it is a known interferent with an approximate 1 ppm to 1 ppm positive 
bias in analyzers using stainless steel NO2 to NO converters.  Thermo recommends that NOx 
analyzers with stainless steel NO2 to NO converters must use a NH3 scrubber when testing 
sources with potential NH3 in the flue gas. 
 
 
 
 
 
 
 
 
 
 
 
This document is subject to change without notice. 

Potential Interferent Model 42iLS Model 42iHL 

Test 
Gas  

Concentration NO NO2 NOx NO NO2 NOx 

CO2 5.20% 0.001 0.004 0.004 0.001 0.003 0.004 

CO2 15.60% 0 0.003 0.003 0.001 0.004 0.005 

H2O 1.00% 0 0 0 0.003 0.001 0.004 

NO 15 ppm 14.9 0.1 15 15 -0.06 14.99 

NO2 15 ppm 1.1 14 15 0.4 14.6 15 

N2O 10 ppm 0 0 0 0 0 0 

CO 50 ppm 0 0 0 0 0 0 

SO2 21 ppm -0.01 0 -0.01 0.007 0 0.007 

CH4 50 ppm 0 0 0 0 0 0 

HCl 10 ppm 0 0.006 0.006 0 0.004 0.004 

NH3
1 10 ppm 0 0 0 0.17 8.9 9.1 

Sum of  Responses 0.011 0.01 0.02 0.011 0.009 0.02 

Span Value 160 152 160 160 152 160 

% of Calibration Span 0.01% 0.01% 0.01% 0.01% 0.01% 0.01% 
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Thermo Scientific Model 43 SO2 and Model 410i CO2 Analyzer  
Potential Interference Gas Responses 

 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
                                            Acceptance Criteria found in Section 13.4 
                                           of Method 7E is the sum of responses must 
                                           not be greater than 2.5% of the analyzer 
                                           calibration span value. 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
 
This document is subject to change without notice. 

Potential Interferent Model 
43iLH 

Model 
410iHL 

Test 
Gas  

Concentration SO2 CO2 

CO2 5.20% 0.03 5.2 

CO2 15.60% 0.14 15.6 

H2O 1.00% -0.05 0 

NO 15 ppm 0.2 0 

NO2 15 ppm 0.06 0 

N2O 10 ppm 0 0 

CO 50 ppm 0 0 

SO2 21 ppm 21 0 

CH4 50 ppm 0 0 

HCl 10 ppm 0 0 

NH3 10 ppm 0 0 

Sum of  Responses 0.45 0 

Span Value 800 16 

% of Calibration Span 0.06% 0% 
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PacifiCorp

Huntington Unit 1

5/10/2018

Run #1 Sample Calculations

EPA Method 6C:  Determination of Sulfur Dioxide Emissions from Stationary Sources

(Instrumental Analyzer Procedure)

(40 CFR Part 60, Appendix A‐4)

Variable Value Definition Unit of Measurement

Cavg 43.3 Average Unadjusted Gas Concentration ppmvw

C0 0.0 Average Pre/Post Zero Gas Response ppmvw

Cma 60.2 Concentration of Upscale Calibration Gas ppm

Cm  59.5 Average Pre/Post Upscale Gas Reponse ppmvw

Cgas 43.8 Average Gas Concentration Adjusted for Bias ppmvw

MW 64.06 Molecular Weight lb/lb‐mole

385.3 385.3 Volume of One Pound of Ideal Gas at Standard Conditions scf/lb‐mole

Fc 1800 F Factor from EPA Method 19 scf/mmBtu

Cw 7.28E‐06 Pollutant Concentration, Wet Basis pound/wet standard cubic foot

CO2 %vw 10.6 CO2 Concentration wet volume percent

Elb/mmBtu 0.124 Emission Rate pounds per million British thermal units

Qwscfh 77,916,133 Exhaust Flow Rate (From EPA Method 2F) wet standard cubic feet per hour

Elb/hr 567.3 Emission Rate pounds per hour

Cgas= (Cavg ‐ C0) x Cma

(Cm ‐ C0)

= (43.3 ‐ (0)) x 60.15

(59.45 ‐ (0))

= 43.8 ppmvw (Eq. 7E‐5b)

Cw= (Cgas) (MW)

(10
6
) (385.3)

= (43.8) (64.06)

(106) (385.3)

= 7.28E‐06 lb/scf

Elb/mmBtu= (Cw) (Fc) (100)

(CO2%vw)

= (7.28E‐06) (1800) (100)

(10.6)

= 0.1 lb/mmBtu (Eq. 19‐7)

Elb/hr= (Cw) (Qwscfh)

= (7.28E‐06) (77,916,133)

= 567.3 lb/hr
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PacifiCorp

Huntington Unit 1

5/10/2018

Relative Accuracy Test Audit Sample Calculations

NOx (lb/mmBtu)

Run # RM CEM d d2

1 0.192 0.199 ‐0.007 0.00005

2 0.202 0.210 ‐0.008 0.00006 [∑di]
2

3 0.191 0.198 ‐0.007 0.00005 ∑d2i ‐ n

4 0.186 0.192 ‐0.006 0.00004 Sd=

5 0.184 0.190 ‐0.006 0.00004

6 0.187 0.192 ‐0.005 0.00003

7 0.185 0.192 ‐0.007 0.00005 0.004

8 0.184 0.191 ‐0.007 0.00005 0.000 ‐  9

9 0.183 0.191 ‐0.008 0.00006

10

11 = 0.001

12

Average 0.188 0.195 ‐0.007 0.00005

Sum n/a n/a ‐0.061 0.00042

Sum
2

n/a n/a 0.0037 n/a CC= (t0.0975) Sd

Variables

∑d
2
i 0.00042 =

[∑di]
2

0.0037

n 9

Sd 0.001 = 0.001

t0.0975 2.306

CC 0.001

|d| 0.007 RA= |d|+|CC|

|CC| 0.001 RM

RM 0.188

RA 4.0% = 0.007 + 0.001

0.188

= 4.0%

Square of the Summed Differences 3

n‐1

8

√n

Sum of the Squared Differences (2.306) (0.001)

Average RM Value

Relative Accuracy
(100)

Number of Test Runs

Standard Deviation of Differences

T‐value from PS2, Table 2‐1

2.5% Confidence Coefficient

Absolute Average Difference
(100)

Absolute Confidence Coefficient
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EPA Protocol 1 Gas Certificates 
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CERTIFICATE OF ANALYSIS
Grade of Product: EPA Protocol

Part Number: E02NI99E15A0316 Reference Number: 153-401118346-1
Cylinder Number: CC119294 Cylinder Volume: 144.4 CF
Laboratory: 124 - Tooele (SAP) - UT Cylinder Pressure: 2015 PSIG
PGVP Number: B72018 Valve Outlet: 660
Gas Code: SO2,BALN Certification Date: Feb 12, 2018

Expiration Date: Feb 12, 2026

Certification performed in accordance with “EPA Traceability Protocol for Assay and Certification of Gaseous Calibration Standards (May 2012)” document EPA
600/R-12/531, using the assay procedures listed. Analytical Methodology does not require correction for analytical interference. This cylinder has a total analytical

uncertainty as stated below with a confidence level of 95%. There are no significant impurities which affect the use of this calibration mixture. All concentrations are on a
volume/volume basis unless otherwise noted.

Do Not Use This Cylinder below 100 psig, i.e. 0.7 megapascals.

ANALYTICAL RESULTS
Component Requested Actual Protocol Total Relative Assay

Concentration Concentration Method Uncertainty Dates

SULFUR DIOXIDE 60.00 PPM 60.15 PPM G1 +/- 0.9% NIST Traceable 02/05/2018, 02/12/2018
NITROGEN Balance -

CALIBRATION STANDARDS
Type Lot ID Cylinder No Concentration Uncertainty Expiration Date

NTRM 16011045 CC473289 49.02 PPM SULFUR DIOXIDE/NITROGEN 0.8% Jun 17, 2022

ANALYTICAL EQUIPMENT
Instrument/Make/Model Analytical Principle Last Multipoint Calibration

Nicolet 6700 AHR0801550 SO2 LSO2 FTIR Feb 01, 2018

Triad Data Available Upon Request

Airgas Specialty Gases
Airgas USA, LLC
525 North Industrial Loop Road
Tooele, UT 84074
Airgas.com

 Signature on file 

Approved for Release Page 1 of 153-401118346-1043AS-341541-RT-115 Page 56 of 59



Appendix B:  STAC Certification 
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Montrose Air Quality Services (Montrose) is an Air Emission Testing Body (AETB) operating in conformance with 
ASTM D7036-04, as required by 40 CFR Part 75, Appendix A §6.1.2.  The table below lists the EPA Reference 
Methods for which each listed Project Manager is a Qualified Individual and other relevant information required 
by (as applicable) 40 CFR Part 75.59(a)(15), 40 CFR Part 75.59(b)(6) and 40 CFR Part 75.59(d)(4). 

Montrose Air Quality Services LLC – Denver Office 
(800) 984-9883 
AETB Qualified Individual Information 
QI Name QI Email Exam* Exam 

Date 
Exam 

Provider 
Provider 

Email 
Scott 

Bouchard sbouchard@montrose-env.com SES Group 1 
SES Group 3 

4/7/2017 
8/11/2017 SES QSTIprogram@gmail.com 

Andrew 
Bruning abruning@ montrose-env.com 

SES Group 1 
SES Group 2 
SES Group  3 

6/12/2014 
9/18/2015 
6/12/2015 

SES QSTIprogram@gmail.com 

Craig 
Kormylo ckormylo@ montrose-env.com SES Group 1 

SES Group  3 2/5/2016 SES QSTIprogram@gmail.com 

Matthew 
Parks mparks@ montrose-env.com 

SES Group 1 
SES Group 2 
SES Group  3 

2/5/2016 
9/18/2015 
2/5/2016 

SES QSTIprogram@gmail.com 

*The Source Evaluation Society (SES) Group 1 Exam includes EPA Reference Methods 1, 1A, 2, 2A, 2C, 2D, 2F, 2G, 2H, 3, 3B, 4, 5, 5A, 5B, 5D, 5E, 5F, 5I, 17, 19, 201A 
and 202.   

The SES Group 2 Exam includes EPA Reference Methods 1, 2, 3, 4, 3B, 6, 6A, 6B, 7, 7C, 7D, 8, 11,13A, 13B, 15A, 16A, 19, 26, 26A and 202. 

The SES Group 3 Exam includes EPA Reference Methods 3A, 6C, 7E, 10, 10B, 20, 25A, 40 CFR Part 60 Performance Specifications 2 – 8, 15 and 40 CFR Part 75.  

The SES Group 4 Exam includes EPA Reference Methods 1-4, 12, 19, 29, 30B, 101, 101A, 102, and ASTM D6784-02. 

  

 
990 W. 43rd Avenue 
Denver, CO 80211 
 

 
Office (303) 495-3936 

Toll Free (800) 984-9883 
Fax (888) 605-0243 
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